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AEATIO EPTAITHPIAKHZ ESETAIHE 436 A0
TEST REPORT

. MeAdtng AHMOZX KAPMENHZIOY — A.E.Y.A.
AlevBuvaon mehdtn ZHNOMOYAQY 49 - KAPNENHZI -
Agwypotodndia BIOXHMIKH
Huepopnvia mapohaprg 04/06/20 -
Meplypadr - Xapaktnplopog Seiypatog NEPO NOzIMO
Qfaon Aewypatoiniog OAOI IAMOY
Kwdkog behtiou/Selyparog 040620-068
Katdotaon Selypatog katd tnv mapaiafi Kavovikn
Huepopnvia avdiuaong 04/06/20 - 07/06/20
Eidog avahuong MikpofLoloyikr)
Napapetpikn
Napdpetpog Movébeg AnotéAeopa TR M£BoSog
r1(8)/rnow. 67322
AepoBlol Mikpoopyaviapol otoug 37°C cfu/ml 0 - 150 6222:1999
AepoBiot Mikpoopyaviauol atoug 22°C cfu/ml 0 = 150 6222:1999
OAtkd KodoBaktnploeldn cfu/100ml 0 0 10 9308-1:2014
Escherichiu coli clu/100ml 0 0 1S0 9308-1:2014
Evtepokokkol cfu/100ml 0 0 150 7899-2:2000

Aaptia: 08/06/20

*AokLpn ektog neblou Slamioteuong katd ISO 17025, ESYA Aokipeg, Ap. Miot. 689

Ta anoteAeopata adbopoUv anokAELoTIKG oTa ev Adyw delypata nou avahiBnkav.

AnayopelETaL N HEPLKT avamapaywyr Tou mapovtog Aektiou xwpls tnv éykplon Tou Epyactnpiou, ektog edv avanapoxBel ouvoAika,

A5,10/ENO1 (01.11.2019/3.1) oehiba 1 ané 1
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AEATIO EPFAZTHPIAKHZ EZETAZH2

TEST REPORT
MeAatng AHMOZX KAPMNENHZIOY — A.E.Y.A.
AtevBuvon iehdtn ZHNOTMOYAOQY 49 - KAPMENHZI
AgwypotoAnyio BIOXHMIKH
Huepopnvia mapohopng 04/06/20
Mepwypadn - Xapaktnplopog delypatog NEPO MOzIMO
Oéon Aetypatoinliag 0.A.E.A.
Kwdwog dedtiou/delypatog 040620-069
Katdotaon belyparog katd tnv mapaiafn Kavovikng
Huepounvia avdiuong 04/06/20 - 07/06/20
EiSog avdhuong MuwkpoBLoloyLkn
NapopeTpiky
MopdpeTpog Movdbeg AnotéAeapa Tt MéBobog
r1(68}/rN owk. 67322
AepoBlot Mikpoopyaviapol otoug 37°C cfu/ml 0 - 150 6222:1999
AgpoBiol Mikpoopyaviopol otoug 22°C cfu/ml 0 = 150 6222:1999
OAwa KoAoBoKtnploetdn cfu/100m| 0 0 IS0 9308-1:2014
Escherichia coli cfu/100m| 0 0 150 9308-1:2014
EvtepOKOKKOL cfu/100ml 0 0 S0 7899-2:2000

Aaplia: 08/06/20

*Aokpr) extog reblou Swanioteuang katd 1ISO 17025, EZYA Aokipéc, Ap. Mot, 689

Ta anoteréouarta adopolv AMOKAELOTIKG oTa ev Adyw Selypata rou avaAudnkav.

AnayopeeTaL n HEPLK avamapaywyr Tou tapdviog Aehtiou xwplg tnv Eykpian tou Epyaotnpiou, extdg edv avanapaxdel guvoAika.

A5.10/EN01 (01.11,.2019/3.1) oeAiba 1 and 1
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AENATIO EPTAZTHPIAKHZ EZETAZHZ

TEST REPORT
MeAdTng AHMOZ KAPMENHZIOY ~ A.E.Y.A.
AleUBuvon mehdtn ZHNOTIOYAOY 49 - KAPMENHXI
Aswypotonyia BIOXHMIKH
Huepopnvia mapohaprg 04/06/20
Meplypodn - Xapaktnptopdg Selypotog NEPO MOzIMO
©éan Aewypatodniog OAOZ XIOY
Kwbtkog dehtiov/Seiypatog 040620-070
Koatdotaon deiypatog katd thy mapaiafn Kavovikn
Huepopnvia avdiuong 04/06/20 - V7/V6/20
EiSoc avdiuong MikpoBLoloyikn
NapapeTpirr
Napdpetpog Movdbeg AnotéAeopo T MéBobog
F1(8)/rN ow. 67322
Aepdplot Mikpoopyaviopol otouc 37°C cfu/ml 0 & IS0 6222:1999
Aepoflol Mikpoopyaviopol otoug 22°C cfu/ml 0 - S0 6222:1959
OAkda KoAoBoaktnploeidn cfu/100m! 0 0 1S0 9308-1:2014
Escherichia coll cfu/100ml 0 0 15U 9308-1:2014
EviepOKoOKKOL cfu/100ml 0 0 1S0 7899-2:2000

Aapia: 08/06/20

*AoKipn ektog iediov Slamniotevong katd (SO 17025, EIYA Aokipég, Ap, Mot. 689

Ta anotehéopata adopolv dNOKAELSTIKE O0Ta ev Adyw Selypata nou avaAuBnkav.

AnayopelETaL q HEPLKA avarapaywyn Tou mapdvrog AeAtiou Ywpig thv éykplon tou Epyaatnplou, extdg edv avanoapaxBel guvolikd.

A5,10/EN01 {01 11,2019/3 1) oehiba 1 and 1
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MAMIA: 0866 Biviavng, Oik.Euputéviv 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdtng AHMOZ KAPMENHZIOY - A.E.Y.A.
AlevBuvon meAdrn ZHNOMNOYAQY 49 - KAPTENHZI
Aewypotodnyio BIOXHMIKH
Huepopnvia napalafg 04/06/20
Mepypadn - Xapaktnplopog Selypartog NEPO MOZIMO
©éan Aelypatohniog OAOZ APH BEAOYXIQTH
Kwbtkog deAtiov/Selyparog 040620-071
Katdotaon Selyparog katd tny rapalafr Kavovikn
Huepopnvia avaiuong 04/06/20 - 07/06/20
Eidoc¢ avdiuong MikpoBLohoyLkn
Napapetpikr
Napdpetpog Movdbeg AnotéAeoua T MéBobog
r1{6)/rnow, 67322
Aep6Biot Mikpoopyaviopol otoug 37°C cfu/ml 0 - 150 6222:1999
Agpofiol Mikpoopyaviopol otoug 22°C cfu/ml 0 - 150 6222:1999
OAkd KoAoBaktnploeldh cfu/100ml 0 0 150 9308-1:2014
Escherichia coli cfu/100ml 0 0 150 9308-1:2014
Evtepokokkol cfu/100ml 0 0 1SO 7899-2:2000

Aapio: 08/06/20

eatimy ©

it =

*Aokipr £kToG ebiou Slaniotevong katd ISO 17025, EXYA Aokwég, Ap. Miot. 689
Ta anoteAéopota adopolv amOKAELOTIKA oTa ev ASyw Seiypata nou avaAuBnkav.
AnayopevETAL N HEPLKT avamapaywyrj Tou mapovrog Aektiou Xwpi Tnv Eykplon Tou Epyaotnpiou, ektde edv avanapoyxBei cuvolwkd,

45.10/ENO1 (01.11.2019/3 1)

oekiba 1 amd 1
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U l!) WIKPOHDAOTMIKA & XHMIKA ERTASTHPIA Ap, MioT. 689
AAMIA: 036¢ Biviavng, Oik.Evputdvwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www,bioximiki.gr
TEST REPORT
NeAdrng AHMOZ KAPNENHZIOY — A.E.Y.A.
AlelBuvan Teldtn ZHNOMNOYAQY 49 - KAPNENHZ|
AgtypotoAnia BIOXHMIKH -
Huepounvia napoiaprig 04/06/20
Meptypodr - XapoKkTnpLopoc delyporog NEPO MOzZIMO
©¢on Aetypatohnyiog ATr.EYPYTANQN
Kw8kog dehtiov/Selypotog 040620-072
Katdotaon deiyparog katd tnv napahafn Kavovikn
Huepopnvia avdiuong 04/06/20 - 07/06/20
E{Sog avdhuang MikpoBLoAoyikn
Napaperpkn
Mopaperpog Movébeg AnotéAeopa Twh MéBobog
r1{8)/rN ox. 67322

Aepofiot Mikpoopyaviapol otoug 37°C cfu/ml 0 - 10 6222:1999
AepdBlol Mikpoopyaviopotl otoug 22°C cfu/ml 0 - 150 6222:1999
OALkd KohoBaktnploeldr cfu/100ml 0 0 1SO 9308-1:2014
Escherichia coli cfu/100ml 0 0 150 9308-1:2014
EvTEpOKOKKOL cfu/100ml 0 0 1O 7899-2:2000

Aapia: 08/06/20

*Aokuun ekTo¢ neblou Slanicteuone katd ISO 17025, EZYA Aokiéc, Ap. Miot. 689
Ta anoteAéopata apopolv aNoKAELOTIKG ota eV Adyw Selypata mou avaiudnkav

ARAyOPEVETAL N LEPIKH avamapaywyl Tou rapoviog Aehtiou xwpls Tnv éykpion Tou Epyadtnpiou, ektég edv avanapaxBel auvolikd.,

45.10/ENO1 (01.11.2019/3.1)

oediba 1 and 1
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U ' MIKPOBIOAOTIKA & XHMIKA EPTAITHPIA Ap. MioT. 689
AAMIA: 086¢ Biviavng, Oik.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdtng AHMOZ KAPMENHZIOY — A.E.Y.A.
AtelBuvon eddTn ZHNOIMOYAQY 49 - KAPMENHZI
Aewypatornia BIOXHMIKH
Huepopnvia mopalapig 04/06/20
MNepypadr] - Xapaktnpiopoc Seiypatog NEPO NOzZIMO
O¢on Aetypatohniog FOPMANAAES KAME NAAITHPI
KwbLkog SeAtiov/Seiypartog 040620-073
Katdotaon delypatoc Katd thv napalafn Kovovtkn
Huepopnvia avdiuong 01/06/20 - 07/06/20
Eidog uvaduong MuwkpoBtoloyikr]
Mopapetpikn
Napdperpog Movdbeg AnotéAeopa Ty M¢éBobog
r1{6)/rN ow. 67322
AgpbBlol Mikpoopyaviouot otoug 37°C cfu/ml 0 . 150 6222:1999
Aegp6Biol Mikpoopyaviopol otoug 22°C cfu/ml 0 . 150 6222:1999
OAwa KohoBaktnploeldn cfu/100ml 0 0 IS0 9308-1:2014
Escherichia coli cfu/100ml 0 0 10 9308-1:2014
Evtepdkokkol cfu/100ml 0 0 1S 7899-2:2000

Aopio: 08/06/20

*Aokipn extog edlou Sranioteuong katd [SO 17025, EZYA Aokwég, Ap. Mot, 689
Ta anotehéoparta adopoly AMOKAELOTIKA oTa ev Adyw Seiypata mou avoAvBnxay.

ANOQyOpeEVETHL N LEPLKT QVATIOPAYWYR TOU Tapovrog Aehtiou xwplg tnv Eykplan tou Epyaotnpiou, ektoq edv avanapayBel cuvoAkd.

45.10/ENO1 (01.11.2019/3.1)

oehiba 1 and 1
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U MIKPOBIOAOFIKA & XHMIKA EPTAITHPIA Ap. Mat. 689
AAMIA: 086¢ Biviavng, Oik.Euput&vwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdtng AHMOZ KAPRENHZIOY — A.E.Y.A.
Ate0Buvon mehdtn ZHNONQYAQY 49 - KAPMENHZI
Aswypoatolnlia BIOXHMIKH
Huepopnvia mapohapric 04/06/20
Mepypadri - Xapaktnplopdg dsiypartog NEPO NOZIMO
Oéon Aewypatoinyiog OAOz ANOAHMON EYPYTANQN
Kwdwog dehtiou/delypoarog 040620-074
Katdotaon delypatog katd thv maparofn Kavovikn
Huepopnvia avdivonc 04/06/20 - 07/06/20
Eidog avaiuong MukpoBLodoyikry
MopopeTpIKn
NapdeTpog Moviabeg AnotéAeogpa T MéBabog
r1(8)/rN ow. 67322
Agpdprot Mikpoopyaviapol otoug 37°C cfu/ml 0 - 150 6222:1999
AgpoBilol Mikpoopyaviopol otoug 22°C cfu/ml 0 - 150 6222:1999
OAwd KoAoBoktnpLoetdry cfu/100m| 0 0 IS0 9308-1:2014
Escherichia coli cfu/100ml 0 0 150 9308-1.2014
EvtepokokKol cfu/100ml 0 0 1S0 7899-2:2000

Aapio: 08/06/20

*Aokipry ektog niediou Saniotevone katd ISO 17025, ESYA Aokwée, Ap. NioT. 689

To anoteréopata adpopolv AmoKAELOTIKE oTa £V Adyw Selypata nov avaki8nkav.

AnayopeUETaL N MEPLK avarapaywyr Tou tapdvrog AeAtiou xwpi tnv ykplon Tou Epyactnplov, extog edv avanapayBel cuVOAKE.

A5.10/EN01 {01.11.2019/3.1) oeAiba 1 amd 1
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Bowpég
Ap. MoT. 689
AAMIA: 086c¢ Biviavng, O1k.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
MeAdTng AHMOZ KAPMENHZIOY — A.E.Y.A.
Ae)Buvon meAdtn ZHNOTOYAOY 49 - KAPTENHZI
AelypotoAndia BIOXHMIKH
Huepopnvia mapodaprg 04/06/20
Mepypadr - Xapaktnplopog delypatog NEPO NOzIMO
©éon AsypotoAniag 10 I'YMNAZIO KAPMNENHIIOY
Kwbwdg deAtiou/deiypartog 040620-075
Katdotaon Seiypartog katd thv napohafn Kavovikn
Hpepopnvia avaiuong 04/06/20 - 07/06/20
EiSoc avaluong MikpofLoloyLki
MopopeTpLkn
Napdpetpog Movdbeg AmnotéAeopa T MéBoSoc
r1(6)/rN ow. 67322
AepdBior Mikpoopyavigpol otoug 37°C cfu/ml 0 - 150 6222:1999
AepdBrot Mikpoopyavigpol otoug 22°C cfu/ml 0 - 150 6222:1999
OAwd KohoBaktnploeldn cfu/100ml 0 0 IS0 9308-1:2014
Escherichia coli cfu/100ml 0 0 1S0 9308 1:2014
EvtepOKoKKoL cfu/100m| 0 0 IS0 7899-2:2000

Aapio: 08/06/20

* Aok Extég nediou Slanioteuong katd 1SO 17025, EXYA Aokipéc, Ap. Niot. 689

Ta anotehéopata adopouv amokAeloTIKE oTa £V Adyw Selypata mou avaAsBnkav.

Anayopevetal n Lep] avamapaywyr Tou tapdviog Aeitiou xwpls Ty éykpion Tou Epyactnplov, ektog edv avanapaxdel ouvolikd.

A5.10/ENO1 (01.11,2019/3.1) oeAiba 1 and 1
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MIKPOBIDAOCMKA & XHMIKA EPTAITHPIA Ap. MioT. 689
AAMIA: 086¢ Biviavng, OIk.Euputéviwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdtng B AHMOZ KAPNENHZIOY — A.E.Y.A.
AevBuvan nehdtn ZHNOMOYAQY 49 - KAPTIENHZI
AstyparoAnyio BIOXHMIKH
Huepopnvia rapaiaBnig 04/06/20
Neplypadn - Xapaktnplopog delypotog NEPO MO:IMO
Béon Aeypatoindiag OAOI NPOYZIIQTIZIHE
Kwbikog deAtiou/delyparog 040620-076
Katdotaon Selypotog katd tnv mapaiapn Kavovikn
Huepopnvlo avéivong 04/0G/20 - 07/06/20
El8og avdiuohg MukpoBtohoyikry
MoapopeTpikn
NapdpeTpog Movébeg AnotéAeopa T MéBobog
r1{6}/rn ow. 67322
Agpoflol Mikpoopyaviapol otoug 37°C cfu/ml 0 - 150 6222:1999
AgpoBiot Mikpoopyaviapol otoug 22°C cfu/ml 0 - 150 6222:1999
OAka KoAoBaktnpLoetdr cfu/100ml 0 0 150 9308-1:2014
Escherichia coli cfu/100ml 0 0 1SO 9308-1:2014
EvtepoKokKol cfu/100ml 0 (1] 150 7899-2:2000

Aapia: 08/06/20

*Aokun ektog nediou Sianioteuong katd 1ISO 17025, EZYA Aokipég, Ap. Niot, 689

To anoteAéopato adopolv AMOKAELOTIKA ota ev AOyw Seiypata mou avaAlbnkay.

AnayopeUeTal N HEPLKN avaropaywyn Tou napoviog AeAtiou xwplg Ttnv éykplan tou Epyactnpiou, extog edv avanapayBel guvorikd.
A5.10/ENO1 (01.11,2019/3.1)

oeAida 1 ano 1
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U MIKPOBIDAOTIKA & XHMIKA EPTAITHPIA Ap. Migr. 689
AAMIA: 0564 Biviavng, O1k.EupuTéiviev 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www bioximiki.gr
TEST REPORT
MeAdtng AHMOZ KAPMENHZIOY — A.E.Y.A.
AlelBuvon mehdtn ZHNOTOYAOQY 49 - KAPNENHZI
AetypatoAnyia BIOXHMIKH
Huepounvia mapoiafng 04/06/20
Nepypadn - Xapaktnplopoc Selypoarog NEPO NOIIMO
©éan Actypatohniog NEPIOXH ATOY FEQPTIOY
Kw8kog Seltiou/deiyparog 040620-077
Katdotaon Selypotog katd tnv napalafn Kavovikn
Huepopnvia avdhuonc 04/06/20 07/06/20
Ei6og avaiuong MikpofLooyikn
Noapoperpikn
Napdpetpog Movaibeg AnotéAeopa Tw M£8060¢
r1(8)/rN ow, 67322
AgpoBlot Mikpoopyaviopol otoug 37°C cfu/ml 0 = 150 6222:1999
AgpdBilol Mikpoopyaviopol otoug 22°C cfu/ml 0 - 150 6222:1999
OAwa KohoBoKtnploeldn cfu/100ml 0 0 150 9308-1:2014
Eschcrichia coli cfu/100ml 0 0 1S0 9308-1,2014
EVTEPOKOKKOL cfu/100ml 0 0 1SO 7899-2:2000

Aauia: 08/06/20

* Aok ekt neblou Sianioteuang katd 1SO 17025, EXYA Aokiuéc, Ap, Miot. 689

Ta anoteAéoparta apopolv anokAELSTIKE oTa ev Adyw Selypata mou avahudnkav.

AnayopeVeTal n LEPLKA avanapaywyr Tou mapdvrog Aedtiou xwpig thv éykplon tou Epyaotnpiou, extdq Edv avanapaxBel ouvoAkd.

A5.10/EN01 (01.11.2019/3 1) oeAiba 1 amé 1



AOKluéq
Ap. Mar. 689
AAMIA: 0866 Biviavng, O1K.EupuTtévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www .bioximiki.gr
TEST REPORT
Nehdtng AHMOZ KAPNENHZIOY — A.E.Y.A.
AteUBuvorn) ehden ZHNONOYAQY 49 - KAPMENHZI
AewypaxoAnia BIOXHMIKH
Huepopnvia mapohaprg 04/06/20
MNeplypadr] - Xapaktnplopog delypotog NEPO MOZIMO
O¢on Asypatoinyiag OAOI EIPHNHZ
Kwdikdg deltiov/Selypoarog 040620-078
Katdotaaon Selypatoc katd tnv mapohapr Kavovikr
Huepopnvia avdiuang 04/06/20 - 07/06/20
El6o¢ avahuong MukpoBLohoyLkh
Mapopetpkn
Noapduetpog Movdbeg AnotéAeopa Ty MéBobog
r1(8)/rn ok, 67322
Aepoplol Mikpoopyaviopol otoug 37°C cfu/ml 0 - IS0 6222:1999
Aepoflol Mikpoopyavicpol atoug 22°C cfu/ml 0 - IS0 6222:1999
OMkd KoAoBaktnploeldn cfu/100ml 0 0 IS0 9308-1:2014
Escherichia coli cfu/100ml 0 0 150 9300-1:2014
EVTEp(')KOKKOL cfu/100m| 0 0 1SO 7899-2:2000

Aapia: 08/06/20

*Aokipri extdg mediou Sianioteuong kata 1ISO 17025, EIYA Aokipég, Ap. Niot. 689

Ta anotedéopata adopolv anOKAELCTIKE 0Ta eV AdyW Selypata nou availdnkav.

AnayopeUETaL n HEPLKN avanapaywyr Tou napdvtog Aehtiou xwpig Tnv éykplon tou Epyaotnpiou, extog edv avanapaxOel guvolika.

A5.10/ENO1 (01.11.2019/3.1) oehiba 1 and 1
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U MIKPOBIOAQTIKA & XHMIKA EPTAITHPIA Ap. MioT. 689
AAMIA: 0d0¢ Biviavng, Otk.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
NeAdrtng AHMOZ KAPNENHZIOY —A.E.Y.A.
AlevBuvon teAdTn ZHNONOQYAOQY 49 - KAPNENHZI
AgwypatoAnyia BIOXHMIKH
Huepopnvia maparafhic 04/06/20
Meplypadn - Xapoktnplopoc Seiypartog NEPO MOzIMO
Oéon Aelypatorniog 0AO0Z KAGANTAPH
Kw8ikog eltiou/Seiyparog 040620-079
Katdotaon Selyporog katd thv mapahapn Kavovikn
Huepopnvia avéhuong 04/06/20 - 07/06/20
Eibuy uvahuor)y, MikpoBLloAoyiki
NopopeTpikn T
NapdpeTpog Movabeg AnotéAeopa Ty MéBobog
r1(6)/rN ok 67322

AgpoBlol Mikpoopyaviopot otoug 37°C cfu/ml 0 - 150 6222:1999
Aepo6Blol Mikpoopyavicpol otouc 22°C cfu/ml 0 - 10 6222:1999
OAwa KohoPaktnploetdn ¢fu/100ml 0 0 IS0 9308-1:2014
Escherichia coli cfu/100ml 0 0 150 0300-1:2014
EvtepOKoKKoL cfu/100ml 0 0 150 7893-2:2000

Aapia: 08/06/20

*Aokpr ektog meblou Swaniotevong kata 1SO 17025, EZYA Aokipég, Ap. MioT. 689

Ta anoteAéopata abopolv arnokAELOTKAE ata ev Adyw Selypata mou avaAiBnkay.

AnayopeVETal N HEPLKR avamapaywyn Tou napovios Aeitiou xwpig Tnv éykpian tou Epyactnpiou, ektég edv avanapaxBel guvokd.
45,10/ENO1 {01.11,2019/3 1)

oehiba 1 and 1
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U L'J MIKPOBIOAOTIKA & XHMIKA EPTAITHPIA Ap. Mhar. 689
AAMIA: 086¢ Biviavng, O1k.EupuTtévwy 35100 - T: 2231069200 - F; 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
NMehatng AHMOZ KAPNENHZIOY — A.E.Y.A.
AlevBuvon ieAdtn ZBNOMOYAOQY 49 - KAPMENHZI
Aswypotodnio BIOXHMIKH
Huepopnvia tapoaprg 04/06/20
Mepypodr - Xapaktnplopog Selyporog NEPO MOzIMO
©éon AswypatoAnylog NEO AHMAPXEIO
Kwbikog Sehtiov/Selypatog 040620-080
Katdotaon Selypatog katd tnv napaiafi Kavovikn
Huepopnvia avdiuong 04/06/20 - 07/06/20
Eldog avaiuong MukpoBroloyikn
MapapeTpIkn
Napdpetpog Movébeg Anotélecpo A MéBobog
r1(6)/rN ow, 67322
Aepofiot Mikpoopyaviopol otoug 37°C cfu/ml 0 - IS0 6222:1999
AepéBlol Mikpoopyavicuol atoug 22°C cfu/ml 0 - 10 6222:1999
OAMka KoAoBaktnptlosldn cfu/100ml 0 (1] IS0 9308-1:2014
Fscherichia coli cfu/100mi 0 0 150 9308-1:2014
EvtepoKokKoL cfu/100ml 0 0 1SO 7899-2:2000

Aapia: 08/06/20

*Aokipn ektdg nediou Swanioteuvong keeta 1SO 17025, EXYA Aokiuéc, Ap. Miot. 689
Ta anoteléopata adopolv AROKAELOTIKE oTa ev Adyw Selypata nou availdnkav.

ATayOPEVETOL N LLEPLKA OVOITApOYyWYT TOU TpovTog AeAtiou Xwpic thv Eykpion Tou Epyaatnplou, ektéq edv avautapaxBel ouvoAlkd.

£5.10/ENO1 (01.11.2019/3.1)

oehida 1 and 1
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AoKIpég

___U v & Lﬂ‘.l‘omont}llm & XHMIEA EPTATTHPIA Ap. o, 689
AAMIA: 086¢ Biviavng, Oik.EvpuTdvwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bhioximiki.gr
TEST REPORT
MeAdTng AHMOZ KAPIMENHZIOY
AlevBuvon meAdrn ZHNOMOYAOQY 49 - KAPMENHZ!
Aswypotondia MeAdtn
Huepopnvia mapaaBhig 04/06/20
Meplypadr - Xapaktnplopuodg Selypartog NEPO NOZIMO
©¢éon / Inpelo Astypatoindiag 1o F'YMNAZIO KAPMENHZIOY CI2:0,26
Kwdikdg dehtiou / Seiypatog 040620-086
Katdotaon Selynatog katd tny mapahofn Kavovikn
Huepopnvia avdiuvong 04/06/20 - 05/06/20
Eibog avaiuong XnULKn
a , , LOD LoQ Rapapctpuay .
Napdpetpog Movadeg AnotéAeopa “Opio Opto Ty MéBobog
- aviyvevong TLOOOTIKOMOINGNG (11 (§)/TM ow. 67322

50 | Amosecs | MUec
*Oopn AnoSekt - AnoSekth OpyavoAnTikg
*Telon - AnoSekTH - Arnobekth Opyavohnntikd
pH povébecg pH 7.7 6,5-9,5 MDdiﬁE;aﬁPE}rzgigo'H» 8.
Aywypétnta (20 °C) us/cm 240 41 13,5 2500 it 2
GoAétTa NTU <10Q 0,09 0,30 AmoBexey | AHAZI0B.23d 2007
YIOAELUPATIKO XAwpto (Cly) mg/L <LoQ 0,03 0,10 - APHﬁfiggi,ilfg;fiuifgfov

Aapia: 08/06/20

0 avoAuThg

*Aokwun ektdg mebiou Slamioteuone katd 1SO 17025, ESYA Aokulec, Ap. Niot. 689
Ta anoteAéopata apopolv ANOKAELGTIKE oTa eV Adyw Selypata mou avaiuBnkav.
AnayopeVeTal n PEPLKA avamapaywyr Tou napovtog Aetiov xwpi tnv éykplan tou Epyactnplou, ektde edv avanapayBel duvortkd,

A5.10/ENO1 (01.11.2019/3.1)

oehiba 1 ano 1
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L'J MIKPOBIDAOFIKA & XHMIKA EPTAITHPIA Ap. Mior. 689
AAMIA: 0586¢ Biviavnc, Oik.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
MeAdng AHMOZ KAPMENHZIOY
AlevBuvaon meldTn ZHNOMOYAOY 49 - KAPMENHXI
Aewypatolnyia Meldtn
Hpepopnvia mtapohapng 04/06/20
Meplypadr - Xapaktnplopog Seiypatog NEPO NOzIMO
Oéon / Inuelo Aewyparodnyiog OAOZ ANOAHMNON EYPYTANOQON Ci2:0,20
Kwdtkog deltiov / Selypatog 040620-085
Katdotaon Selypatoc katd tnv mapatapn Kavovikn
Hpepopnvia avdiuvong 04/06/20 - 05/06/20
Eldog avaiuong XUk
. , i LOD LoQ NopapetpLkr .
Napdpetpog Movabeg AnotéAeopa Opto Opto Tipd MeBobog
aviyveuong noootkonolnang |r1 (6)/rM o, 67322
Xpwpo PtCo An<oLl§)e ?qé 2,0 5,0 Amnobektd Mwig:ﬂ é:h:oﬁzo G
*Ooun - Anobexth - Anobextr Opyavohnmuika
*evon Anobextr - - Arnobektr Opyavohnnukd
. Modified APHA 4500-H" B.,
pH HOVGBEG pH 7,7 - 65-9,5 e Kl
Aywypétnta (20 °C) puS/em 245 41 13,5 2500 Pttt
OoréTnTaL NTU <toQ 0,09 0,30 Anobexeq | A7HAZ08, 23 Ed. 2017,
YrioAetppatiko XAwpuo (Cl,) mg/L 0,23 0,03 0,10 - APH::dS)gz;‘?éGd';‘ff ;L:‘:"‘sm?
Aapia: 08/06/20
0 avoAutig

*Aokipn ekt nebiou Slaniotevong katd 1ISO 17025, EXIYA Aokiuig, Ap. Miot. 689
Ta anoteAéopata adopolv anokAELOTIKE oTa eV Adyw Selypata mou avahlBnkav,
AMQyOpEVETAL N LEPLKA Avamapaywyr] Tou mapovtog Aehtiou xwpl Ty éykplon tou Epyaatnplou, ektdg edv avanapayBel guvohikd,

A5.10/ENO1 (01.11.2019/3.1)

ogehiba 1 and 1
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AOKIu-é-Q
U MIKPOBIDAUSIKA & XHMIKA EPTAITHPIA Ap. Mot 689
AAMIA: 036¢ Biviavng, OIk.Euputéyvwy 35100 - T: 2231069200 - F; 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdng AHMOZ KAPMNENHZIOY - -
Ate0Buvon nehatn ZHNOTOYAQY 49 - KAPTENHZI
Aewypatoindio MNehdtn
Huepounvia mapaaBic 04/06/20
Neplypadr] - Xapoktnplopog delypatog NEPO NOzZIMO
O¢éon / Inpelo Aetypatondliag FOPMANAAEZX KADE MAAZTHPI Cl2:0,22
Kwbikog Setiou / Selypartog 040620-084
Katdotaon Selypatog katd tnv mapaiafn Kavovikn
Huepopnvia avdiuong 04/06/20 - 05/06/20
Elbog avdAuong XnULKA
. , LOD LoQ Nopapetpiki .
Napaperpog Movabeg AnotéAecpua Opto Opto T Mé£80o80¢
avlyvevong nocotkonolnang |r1 (§)/rM ow. 67322
, <LOD . Modified APHA 2120 C,,

Xpwpa PtCo ATtoBexto 2,0 5,0 Anobexto '2'3"; £d 2017
*Ooun Ano8ektn - Anobekrn Opyavohnmrikd
*revon Amo6ekTr - Anobekt Opyavohnnukd
pH uovadeg pH 7,7 - 6,5-9,5 M°diﬂe:3ﬁpgg_\zgslgo'w B
Aywyétnta (20 °C) us/em 246 4,1 13,5 2500 P
OoAoTnTa NTU 0,31 0,09 0,30 AmnobeKth AT:Ad,Zoﬁﬁ: V’i&ﬁﬂgfﬁi K
YroAelppotiko XAwpo (Cl;) mg/L 0,28 0,03 0,10 - APH::igz;]cr'f&ﬁ;u:f‘;?n7

Aapia: 08/06/20
0 aVOAUTHG

*Aokipn ektog neblov Sianioteuong katd ISO 17025, EZYA Aokyléc, Ap. MioT, 689
Ta anoteréopata adpopollv aNoKAELTTIKE oTa ev Aoyw Selypata mou avaiudnkav,
AnayopeUeTal N HEPLKI avanapaywyn Tou mapoviog Aedtiou xwpi¢ Tnv Eykplon tou Epyaotnpiou, extég ey avanapayBel ouvorkd.

A5.10/ENO1 (01,11.2019/3.1)

oekida 1 ano 1
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u L'J MIKPOBIDAOIIKA & XHMIXA EPTAITHPIA - - Ap. Mior. 689
AAMIA: 086¢ Biviavng, O1k.Euputdviy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
MeAdtne AHMOZ KAPNENHZIOY
AteVBuvon meAdn ZHNOMOYAOQY 49 - KAPMENHZI
AetypatohnPio MNehdtn
Huepopnvia mapahapng 04/06/20
Neplypadn - Xapaktnpiopodg Seiypatog NEPO MOzIMO
©éon / inueio AetypotoAniiog AT.EYPYTANQN CI2:0,22
Kwdikog deltiou / Selypatog 040620-083
Katdotaon Seiypotog katd tnv mapaiafn Kavovikn
Hpepounvia avaiuong 04/06/20 - 05/06/20
Eidoc avdaiuang Xnpkn
. . , LoD Loq Napopetpikn .
Napapetpog Movabeg AnotéAeopa Opto Opto Twn M¢é0obog
avixveuong noootikomnoinang | r1 {8)/rf ow. 67322
, <LoQ SeKTs Modified APHA 2120 C.,
Xpwpat PtCo ATOBEKTE 2,0 5,0 Amnobektd 23 £4. 2017
*Oopn - Anobektn = - Arnobekth Opyavohnnukd
*Medon Anobekth Anobekthy Opyavohnmukd
. Modified APHA 4500-H° B,,
pH Hovabeg pH 7,7 6,5-9,5 R o e
Aywyyétnta (20 °C) ps/cm 244 41 13,5 2500 L o]
OodTnTa NTU <toq 0,09 0,30 Anobexi Am";}pﬁi:;j;;gﬁ;g;’-
Yriohepupatikd Xawpto (Cl;) mg/L 0,25 0,03 0,10 - APH::;gg;]c‘fd;:iu:f‘;jo”

Aapia: 08/06/20
0 avaluTrg

*Aokipn ektog edlou Slanioteuong katd 1ISO 17025, ESYA Aokipég, Ap. Niot, 689
Ta anoteAéopata adopolv anmoKAELTTIKE oTa eV AOyw Selypata nou avaiudnkav,

AnayopeUETaL f LEPLKT ovaTOpaywyr Tou mapdviog AeAtiou xwplg Tnv Eykpion Tou Epyactnpiou, ektog edv avanapayBei ouvolika,

£5.10/EN01 {01,11.2019/3.1)

oekida 1 and 1



Aomuéq
= / / MIKPOBIO/\OFIKA & XHMIKA EPTAITHPIA Ap. MioT. 689
NAMIA: 056¢ Biviavng, Oik.Euputdvwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdtng AHMOZX KAPMNENHEZIOY
AlevBuvon nehdn ZHNOIMOYAOQY 49 - KAPMENHZI
Aewypatoindia Mehatn
Huepopnvia mapalapric 04/06/20
Neplypadn - Xapaktnplopoc Ssiypuatog NEPO MOzIMO
©¢on / Inpelo Aetypatoiniog OAQZI APH BEAOYXIQTH CI2:0,18
Kw8ikog dedtiou / Seiypotog 040620-082
Katdotaon Selypartog katd tnv rapalofn Kavovikn
Huepounvia avahuong 04/06/20 - 05/06/20
Eibo¢ avaiuong XNULKA
, , LoD LoQ Napapetpikn ,
Napaperpog Movabeg AnotéAecpa Opto Opto TwA Mé£Bobog
avixveuong nogoukonoinong |r1 (§)/1n ow. 67322
Xpwpo PtCo An<oL6C::[|)<rc') 2,0 5,0 Anobektd MMig:ﬂ ';:H:OZSZO =
*Oopn - Ano8ekTr - - Anobektr Opyavohqnuikd
*Tevon - ATIOSEKTA - - Anobektn OpyavoAnmuikd
. Modified APHA 4500-H" B,

pH povabeg pH 7,6 - 65-9,5 23 Ed 2017

’ o APHA 2510-8,,
Aywywotnta (20 °C) uS/em 238 4,1 13,5 2500 23° €9 2017
BOoAdtnTa NTU <LoQ 0,09 0,30 Anobekth A::A¢201;12:\;52;;\§:;§:7‘
YIoAELUUATKO XAwpto (Cl;) mg/L 0,21 0,03 0,10 - APH::;gg;géi’j?éu:f;[n7

Aapia: 08/06/20
0 avVaAUTHG

*AoKpur ektog rediou Slaniotevong katd 1SO 17025, EIYA Aokég, Ap. NioT. 689
Ta anoteAéopata adopolv AMOKAEWOTIKG ot eV Aoyw Selypata nou avaudnkav,
AnayopeUETaL N LEPIKA avamapaywyn Tou apovrog AEATIOU Xwplg tnv éykplon Tou Epyaotnpiov, extdg edv avanapaxBel sUVOALKA.

A5.10/ENO1 (01.11.2019/3 1)

oediba 1 amo 1
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& MIKPOBIDAOMKA & XHMIKA EPTAITHPIA Al_3 ElClT 689
AAMIA: 086¢ Biviavng, OIk.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
AEATIO EPTAXTHPIAKHZ EZETAZH2
TEST REPORT
MeAdtng AHMOZ KAPNENHZIOY
AleBuvon mehdtn ZHNONOYAOQY 49 - KAPMENHZI
Aswypotoindia Mehdtn
Huepounvia napalaprc 04/06/20
Meptypadr] - Xapaktnplopog Selypatog NEPO NOzZtMO -
@¢on / Inueio Aetypatorniog OAOZ XI0Y CI2:0,22
Kwbikdg dehtiou / Selyparog 040620-081
Koatdotaon Selyparog katd tnv napolofn Kavovikn
Huepopnvia avdiuong 04/06/20 - 05/06/20
E{do¢ avahuong XUk
LOD Loq NopapeTpki
Napdapuetpog Movabeg Anotéleopa Opi0 Opio T MéBobog
avixveuang nogotikomoinang |1 {5)/rM ow. 67322
Xpiua PtCo A;OLSE ?«é 2,0 5,0 Anoexts | Medleganinai0C,
*Ooun - Ano8ekTn ArntoSekth Opyavoknmrika
*levon - Anobektn - Anobekrtry OpyavoAnnuikd
pH uovabeg pH 7.7 - 6,5-9,5 MOdmefaﬁpE';Azgslgo'H' B
Aywyétnta (20 °C) pS/cm 231 41 13,5 2500 e
OoAdTnTat NTU <L0Q 0,09 0,30 Amobekey [ A7HA21308, 237 Ed. 2017
YroAeypaTikd XAbpuo (Cl) mg/L 0,23 0,03 0,10 - i o R
Aapia: 08/06/20
o avaAuthg

*Aokiun extog neblou Stanioteuong katd 1ISO 17025, EZYA Aokwiég, Ap. Mot. 689
To anotedéopata adopolv AMOKAELSTIKE oTa ev Aoyw Seiypata mou avalibnkav.
AmayopefeTaL N HEPLKA avanapaywyr Tou mapoviog AeAtiou xwpic Tnv Eykplon Tou Epyadtnpiou, extdg v avanapoyBel ouvorikd

A5.10/ENO1 (01,11,2019/3,1)

oekida 1 and 1
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Aokipég
__ )\ MIKPOBIDAOTIKA & XHMIKA EPTAITHPIA - Ap. Mo, 689
ANAMIA: 036¢ Biviavng, Oik.Euputdvwy 35100 - T: 2231069200 - F: 2231069451 info@bioximiki.gr - www.bioximiki.gr
AEATIO EPTAZTHPIAKHZ EZETAZH2
TEST REPORT
Nehdtng AHMOZ KAPNENHZIOY
AleBuvon mehdtn ZHNOMOYAOY 49 - KAPNENHZI
Aewypatoinia Meldtn
Huepopnvia napahafng 04/06/20
Neplypodr) - Xapaktnplopog Selyparog NEPO MOzIMO
©¢éon / inuelo AstypatoAntiag 0.A.E.A. CI2:0,22
Kwdwoc dehtiov / Selyparog 040620-080
Katdotaon delypatog katd tnv napaiafn Kovovikn
Huepopnvia avéiuong 04/06/20 - 05/06/20
Elboc avaluang XNILKA
LOD LoQ Nopapetpkn
Napdipetpog Movabeg ArotéAsopa Opio Opio Twh MéBo8og
QVLYVEUONG TLOOOTIKOTIONGNG |11 (§)/rN owk. 67322
*Oapn AnodekTr Anobektn OpyavoanTikd
*Tedon Anobextr - Anobektr OpyavoAnuikd
pH povaSeg pH 7,6 6,5-9,5 MOde:aﬁPE:/_\zgslgo'w Bz
Aywywétna (20 °C) us/cm 214 13,5 2500 o
GorétTa NTU <LoQ 0,30 AmoSekth "Eﬁﬁﬂ:;ﬁjiﬁijﬁ;‘
YroAetppatikd XAwpto (Clz) mg/L <LOD 0,10 = APH::igg;ﬁ'lfd;ﬁ;ii;j"17
Aapia: 08/06/20
0 avoAUTAg

*Aokiph) ektog iebiou Slaniotevong katé 1ISO 17025, EZYA Aokipég, Ap. Mot, 689
Ta anoteAéopata adopolv anoKAELTIKE oTa eV Aoyw Belypata oy avaiuBnkav.
AnayopeVETAL N LEPLKT avamapaywyr Tou napdvtog Aedtiou xwplg TV éykplon tou Epyaatnpiou, extdq eav avanapaxBel cuVOAKa,

AS5,10/ENO1 (01.11.2019/3,1)

agehiba 1 ano 1
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AoKiuég
MIKPOBIOAOTIKA & XHMIKA EPTAITHPIA Ap. Miot. 689 -
AAMIA: 086¢ Biviavng, Oi1k.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Mehdtng AHMOZ KAPNENHZIOY
AlevBuvon neddtn ZHNOMOYAOY 49 - KAPMNENHZI
Aewypatohnia MeAdrn
Huepopnvio mapohapric 04/06/20
Meplypadn - Xapaktnplopog Selyparog NEPO NOzIMO
©¢on / Inueio Aewypatoindiag 0OAO3 :AMOY Ci2:0,20
Kw8ikog dertiou / Selyporog 040620-079
I«Ltdoraon Selyporog katd thv mapohofn Kavovikn
Huepopnvio avaiuong 04/06/20 - 05/06/20
Eidog avdAuong Xnuikd
, , ) LoD Loq Nopaperpikn ,
Noapdpetpog Movabeg ATIOTEAECLOL Opio Opto Twn MéBobog
aviyveuang nogotkonoinong | r1 {6)/rM ouwk. 67322
Xpwpat PtCo Anjfe ?«6 2,0 5,0 AnoSektd MMig:.daé;H;oi;zo .
*Oouh Anobektr - - AnoSextr OpyavohnmTika
*Tedon - AnoSekth - - Anobektn OpyavoknnTka
pH povadeg pH 7,5 - 6,5-9,5 MOdme;sﬁPE';Azgslgo'H‘ B.
Aywyétnta (20 °C) us/cm m 41 13,5 2500 e
QoAdtnTa NTU <LoQ 0,09 0,30 Ano8exrn A:T&L?.ﬂf’;ﬁ;ﬁﬂ;fﬂf‘
YrioAepporikd XAwpto (Cly) mg/L 0,15 0,03 0,10 - APH::;gg;]c‘LG&j?;:s‘;Zon
Aapia: 08/06/20
0 avoAuTtig N
Méprog TN

2\

*Bokpn ekTog tediou Slanioteuong Katd 1SO 17025, EIYA Aokpég, Ap. Miot, 689
Ta anoteAéopata adpopolv ANMOKAELTTIKG OTa ev Adyw Belypata mou avaudnkay.
AnoyopeJETaL N HEPIKT avamapaywyr Tou Tap6viog AeAtiou xwplig tnv éykpian Tou Epyactnplou, ektdg edv avarapayBel ouvolikd.

£5.10/ENO1 (01.11.2019/3.1)

oehida 1 and 1
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J U LJ L.J MEKPOBID_/\OI'IKA&)(H_MIKA_EPI'AI_THPI_A o - o _Ap. r(;IGT.ESSE)
AAMIA: 0364 Biviavng, O1k.Euputdvwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
NeAdtng AHMOZX KAPNENHZIIOY
AevBuvaon nerdtn ZHNOMNOYAOY 49 - KAPMENHZI
Aswypartoindia Mehatn
Hpepounvia mapahapng 04/06/20
Meplypadr - XapaKinplopog Selypatog NEPO NOZIMO
O¢an / nueto AstyparoAnyiog NEO AHMAPXEIO Cl2:0,24
Kwbdikog dehtiou / Selypatog 040620-091
Katdotaon Selyparog katd tnv mapohafn Kavovikr
Huepopnvia avdhuong 04/06/20 - 05/06/20
EiSoc avdhuong XnUikn
LOD LoqQ Napaperptkh
NapdpeTpog Movdbdeg Anotéeoua Opio Opto Twh M¢éBobog
avixveuong TOGOTIKONOINONG |11 (6)/IN ow. 67322
Yo PtC <LGD 20 50 Anod B Modified APHA 2120C,
pwua (o] ATIOBEKTS , s TO6EKTO 23 Ed. 2017
*Ooun - AnoSektr - - Arnobekth Opyavohnnukg
*Tevon - AnoSektn - - Anobektr Opyavohnmrikg
; Modified APHA -H* B,
pH povadeg pH 7,7 6,5-9,5 23" £d ngigo e
AywypdTnte (20 °C) ps/em 216 41 13,5 2500 R
foréTTa NTU <10qQ 0,09 0,30 Anobekti Ai?¢iﬁi§$ix§ﬁgf$7'
, ) APHA 4500-CI G., 23" Ed, 2017
YroAeLpupatiko XAwpto (Cl,) mg/L 0,21 0,03 0,10 - R i

Aaplia: 08/06/20
0 QVOAUTHC

*Aokipn ekTog edlou Slanioteuong katd SO 17025, EXYA Aokwée, Ap, NioT, 689
To anoteAéopata agopolv aNMoKAELOTIKG oTa eV Adyw Selypata nou avaiiBnkav.
AnayopeVeTal N HEPIKN avamapaywyr Tou napoviog Aektiou xwplg Thv Eykplon tou Epyaotnpiou, ektog eqv avamnapaxBel GUVOAKA.

A5.10/ENO1 (01,11.2019/3.1)

oekida 1 ané 1
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AAMIA: 036¢ Biviavng, O1k.Euputévwy 35100 - T: 2231069200 - F: 2231069451 - info@hioximiki.gr - www.bioximiki.gr
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AEATIO EPFAXTHPIAKHZ EZETAZH2
TEST REPORT

MeAdTng AHMOZ KAPNENHZIOY
AteBuvon mehdtn - ZHNOMOYAOY 49 - KAPMENHXI
AswypatoAnia Mehdtn
Huepopnvia mapalaBng 04/06/20
Nepypadr] - Xapaktnplopog delypatog NEPO MOzIMO
Oéon / Inpeio Aetypatodngiog OAQI KAOGANTAPH Cl2:0,23
Kwdikocg Seiriou / eiypoatog 040620-090
Kotdotaon Selypatoc katd tnv nopoaiafn Kavovikr
Huepopnvia availuong 04/06/20 - 05/06/20
E{6oc avdiuong Xnpikn
LoD Loq Napopetpikn
Napaperpog Movabeg AnotéAecpua Opio Opto T MéBobog
avixvevong TIOGOTLKOTIONGNG |11 (6)/rMN oK. 67322
Xpwpo PtCo A;:;ité 2,0 5,0 Anobektd Mwi:;‘i :H:oi;mc’
*Oopn - Anodektr - - Arnodextr) Opyavohnnuikd
*Medon - Aro8ektr - - AnoSekth OpyavohnRiikd
pH HOV&SEG pH 7,7 - . 65-9,5 | Modfledirna asoorTe,
Aywywétnta (20 °C) pS/cm 244 41 13,5 2500 T
QoAdTHTL NTU <toQ 0,09 0,30 Arobexty | ATHAZ08. 23 Ed. 2017,
YroAeippatikd XAwpto (Cly) mg/L <LoQ 0,03 0,10 - APH:EA;(:;?‘.]G&E;LS?;OU
Aapia: 08/06/20
0 avaAUTHg o Mevikog A e )

grwen =Y

* Aok ekTog nebiou Slaniotevong katd ISO 17025, ESYA Aokiég, Ap. MNiot. 689

Ta anotedéopata adopoly amoKAELSTIKE oTa eV AGYW Selypata nou avakiBnkay,

ANayopeVETaL N HEPIKY avamapaywyr) Tou mapovtog AeAtiou xwplg Thv Eykplon Tou Epyaotnpiou, extog edv avarapaxBel guvoAikd.

A5.10/ENO1 (01,11,2019/3,1) oehiba 1 amd 1
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= : MIKPOBIDAOTIKA & XHMIXA EPTAITHPIA Ap. MioT. 6_89
AAMIA: 086¢ Biviavng, OIk.Euputéviwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
MeAdTng o AHMOZ KAPMENHEIOY
AteUBuvon nehdrn ZHNOTMOYAOY 49 - KAPMENHZI
Aetypatoindia Mehdrn
Huepopnvia mapalapric 04/06/20
Meplypadn - Xapoktnplopog Selypatog NEPO MOzIMO
©¢on / Znuelo Astypatoiniag OAOZX EIPHNHZ Cl2:0,24
Kwdikog deitiou / Selypatog 040620-089
Kardotaon Seiyparog Kotd tny napoiapn Kavovikn
Huepopnvia avaiuong 04/06/20 - 05/06/20
Eidog avaiuong XNULKA
, , . LoD Loq Napapetpin ,
Napapetpog Movabdeg Anotéeopa Opio opo TwA MEBobog
avixvevong | mogotkonolnong |ry (6)/1M ow. 67322

50 | Anosmas | MUiec
*Ooun Anobektr - - Arnobektr Opyavoknuika
*Mevon Anobektr - - Anodektr Opyavohnnikd
pH novéSec pH 7,7 - 6,5-9,5 M°difie:3ﬁps'rzgslgo'“. B
Aywywotnta (20 °C) uS/cm 245 4,1 13,5 2500 ';';’.LAEzS;g';'
OoidtnTa NTU <LoQ 0,09 0,30 Anobektn At%iﬁi:;x;i:ﬁg;z
YroAewpartikd XAwpwo (Cl;) mg/L <LOD 0,03 0,10 e

Aapia: 08/06/20
0 aVOAUTAG

*Aokuun ektdg neblov Siamloteuong katd ISO 17025, EIYA Aokipéc, Ap. Niot, 689
Ta anotedéopara adopolv anokheloTkd ota ev Adyw Selypata nou avaki@nkav.
AnayopeUETaL N LEPLKT avanapaywyr Tou napdéviog AeAtiou xwpig tnv éykplon tou Epyaotnpiou, ektdg edv avanapoaxBel 0uVOALKE.

£5,10/ENO1 (01,11,2019/3.1)

oehiba 1 ané 1
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MIKPOBIDAOT KA & XHMIKA EPTAITHPIA Ap. Mo, 689
AAMIA: 036¢ Biviavng, Oik.EupuTtévwy 35100 - T: 2231069200 - F: 2231069451, - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
MeAdtng AHMOZX KAPMNENHZIIOY
AtevBuvon nehdtn ZHNOTIOYAOY 49 - KAPNENHZI
Aewypotoinyio Mehdtn
Huepopnvia mapohafg 04/06/20
MNeplypadn - Xapaktnplopog Selypatog NEPO NTOZIMO
O¢on / Inpelo Aetypatorniog NEPIOXH ATOQY rEQPTIOY Cl2:0,22
Kwdtkdg dehtiov / Selypatog 040620-088
Katdotaon Seiypatoc katd thv ntapohapn Kavovikn
Huepopnvia avdiuong 04/06/20 - 05/06/20
EiSog avaiuong XNULKG
] , LoD LoqQ Napoapetpikn ,
Napdapetpog Movdbdeg AnotéAeopa Opto Opto Twyd MéBobog
avlyveuong nogotkonoinang |r1 {8)/rN ow, 67322
Xpwpo PtCo A:Qfg Zté 2,0 5,0 AnoSekto MDdig:ﬂ 2;_“:01;20 C
*Ooun AnodekTr - - Arnobexth OpyavoAnrikd
*evon - Anobekth - Amobektn OpyavoAnmTkd
pH povabeg pH 7.7 - 6,5-9,5 MOdiﬁe:aﬁPE:Anglgo'H. B,
Aywywdtnta (20 °C) uS/cm 243 4,1 13,5 2500 ‘;’;tLAEisig'lB;
OoAéTTa NTU <LOD 0,09 0,30 Amobext | A 21308, 257 Ed 2017
Yrohewpatiks XAwpto (Cl,) me/L 0,18 0,03 0,10 : APHRASO0LI 6y 28 b 2007
Aapia: 08/06/20
0 avaAuTAg

*Aokiur) ektog ebiou Slaniotevong katd ISO 17025, EZYA Aokipég, Ap. MNiot. 689
Ta anotehéopata obopolv AOKAELOTIKE aTa £v Adyw Seiypata mov avoeAuBnkav.
AmayopelETaL n HEPLKA avamapaywyn Tou rapéviog Aektiou xwpig v Eykplon tou Epyaatnpiou, extdg edv avanapaxBel cuvolikd.

A5.10/ENO1 (01.11,2019/3.1)

oekida 1ané 1
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_U - 4 MIKPOBIOAOTIKA & XHNIKA EPTALTHPIA Ap. Mort. 689
AAMIA: 0864 Biviavng, O1k.Euputdvwy 35100 - T: 2231069200 - F: 2231069451 - info@bioximiki.gr - www.bioximiki.gr
TEST REPORT
Nehdtng AHMOZX KAPMNENHZIIOY
AlevBuvon meldTn ZHNOTOYAOQY 49 - KAPMNENHZI
AetypatoAnio MNeAatn
Huepounvia napalaBric 04/06/20
Meplypadn - Xapaktnplopog Seiyparog NEPO NOZIMO
©éan / Inpelo Aetypatodniog OAOZ MPOY:IOTIZIHE CI2:0,25
Kwdikog eitiov / Seiypoartog 040620-087
Koataotaon Selypatog katd tnv mapohofn Kavovikn
Huepopnvia avdluong 04/06/20 - 05/06/20 -
Eidoc avdiuong XKy
] o - LoD Loq Napapetpikiy ,
Napduetpog Movabeg ATIOTEAEOLOL Opto Opto T MeBobog
aviyveuong nogotkonoinang |r1 {B)/111 owk. 67322
Xpia PtCo v 20 5,0 Amobext | ModeqaniaoC,
*Ooun - Ano8ekTr Anodextn OpyavoAnmtika
*Mevon - AnoSekTr - - Anodekth Opyavohnmtikd
. Modified APHA 4500-H"B,,

pH povabeg pH 7,8 6,5-9,5 o ta 2017

s o APHA 2510-B,,
Aywypotnta (20 °C) us/cm 245 4,1 13,5 2500 239 £4 2017
OoAdTnTa NTU <LoQ 0,09 0,30 AmoBexth | APAZI0, 23 c 201,
YroAeppatikd Xhwpto (Cl;) mg/L 0,26 0,03 0,10 - APH:E4igz;]cr|664;3‘3‘;u::‘;3017
Aaplo: 08/06/20

0 avaAutAg

*Aokipr} ektog nediou blaniotevong kata 1ISO 17025, EIYA Aokwég, Ap, Miot, 689

To anoteAéopata adopovv AMOKAELOTIKE oTa vV Adyw Selypata mou avaAldnkav.
AnayopeUeTat n LEPIKN avamapaywyn Tou rapoviog Aektlou xwpig tnv éykpion tou Epyaotnpiou, ektdg edv avanapayBel cuvolikd.
AS,10/ENO1 (01,11.2019/3.1)

oehiba 1 amd 1



